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 K0000A Quality Assurance Walk-thru Survey 

was conducted by the Indiana State 

Department of Health.

Survey Date:  07/18/12

Facility Number:  000070

Provider Number:  155149

AIM Number:  100266190

Surveyor:  Mark Caraher, Life Safety 

Code Specialist

At this Quality Assurance Walk-thru 

survey, Harcourt Terrace Rehabilitation 

and Health Care Center was found not in 

compliance with 410 IAC 16.2-3.1-19(ff).

This one story facility was determined to 

be of Type III (211) construction and fully 

sprinklered.  The facility has a fire alarm 

system with smoke detection in the 

corridors and in all areas open to the 

corridors.  The facility has battery 

operated smoke detectors in all resident 

sleeping rooms.  The facility has a 

capacity of 116 and had a census of 86 at 

the time of this visit.

The facility was found in compliance with 

state law in regard to sprinkler coverage 

and was found not in compliance with 
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smoke detector coverage.

All areas where the residents have 

customary access were sprinklered and all 

areas providing facility services were 

sprinklered.

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 07/23/12.
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What corrective action will be 

accomplished for those residents 

found to be affected by the 

deficient practice?

The smoke detector in room #62 

was installed by 7-25-2012.

How will other resident areas be 

identified?

The Maintenance Director will 

make monthly preventative 

maintenance rounds to identify 

areas not in compliance.

What measure will be put into 

place or systemic changes to 

ensure the deficient practice does 

not recur?

Department managers make daily 

resident room rounds and will 

report to the maintenance director 

any resident area lacking a 

smoke detector.  The 

maintenance director will be 

responsible for immediate repair.

How will the corrective action be 

monitored to ensure the deficient 

practice does not recur?

Daily room rounds by department 

managers will be reviewed by the 

E.D. as well as preventative 

maintenance logs by the QA 

committee on a quarterly basis.

07/25/2012  12:00:00AMK9999State Findings

3.1-19 ENVIRONMENT AND 

PHYSICAL STANDARDS

3.1-19(ff) A health facility licensed under 

16-28 and this rule must do the following:

(1) Have an automatic sprinkler system 

installed throughout the facility before 

July 1, 2012.

(2) If an automatic sprinkler system is not 

installed throughout the health care 

facility before July 1, 2010, submit before 

July 1, 2010 a plan to the department for 

completing the installation of the 

automatic sprinkler system before July 1, 

2012.

(3) Have a battery operated or hard-wired 

smoke detector in each resident's room 

before July 1, 2012.

This State Rule has not been met as 

evidenced by:

Based on observation and interview, the 

facility failed to install smoke detectors in 

1 of 68 resident rooms before July 1, 

2012.  This deficient practice could affect 

2 residents in the facility.

Findings include:

Based on observation with the 
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Maintenance Supervisor during a tour of 

the facility from 9:15 a.m. to 11:20 a.m. 

on 07/18/12, a smoke detector was not 

installed in resident sleeping room # 62.  

Based on interview at the time of 

observation, the Maintenance Supervisor 

acknowledged a smoke detector was not 

installed in resident sleeping room # 62.
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